This device complies with Part 15.247 of the FCC Rules. Operation is subject to the following two conditions:
1) This device may not cause harmful interference and
2) This device must accept any interference received, including interference that may cause undesired operation.

THIS EQUIPMENT IS SUITABLE FOR USE IN CLASS 1 DIVISION 2 GROUPS ABC AND D OR NON-HAZARDOUS LOCATIONS ONLY.

Aerial Installation

- Install aerial above local obstructions
- Provide good ground connection to mast, module, and surge arrestor
- Provide good ground connection to Xyr 3000
- Use stress relief loop
- Use weatherproof connectors with "3M 23" tape

Power supply:
(A) 12-24VAC 1.5 Amp CSA certified Class 2
(B) 15-30VDC 1.5 Amp CSA certified Class 2
(C) Supply battery or 11-15VDC
(D) Solar panel with solar battery

Choose option and wire as shown.